Digital ASCs Serving the VAV Terminal Units for Air Handling Unit AHU-3
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Sequence of Operations

OCCUPIED MODE:

THE DIGITAL CONTROLLER VILL MIDULATE SUPPLY AIR VALVE AND HEATING VATER CONTROL
VALVE IN SEQUENCE TO MAINTAIN A SPACE TEMPERATURE SCTPOINT OF 76 F.
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VARIABLE AIR VOLUME VALVE WITH REHEAT




